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How to get copies of Binsfeld technical publications:  
 
Binsfeld Engineering Inc. 
4571 W. MacFarlane Road 
Maple City, MI 49664 USA 
Phone: +1-231-334-4383  
Fax: +1-234-334-4903 
Email: sales@binsfeld.com 
 
For information on all aspects of Binsfeld Engineering Inc. instrumentation systems and associated services, visit 
http://www.binsfeld.com 
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LIMITED WARRANTY 
 
Please record the date of purchase and serial numbers of the purchased Binsfeld EngineeringInc. Products: 
 

 
 

ONE YEAR LIMITED WARRANTY 
 

Binsfeld Engineering Inc. warrants solely to the original purchaser of the Products for a period of (1) one year after 
the date of delivery, the Products to be free from defect in material and workmanship under normal use, and will 
confirm to Binsfeld Engineering Inc. published specifications of the Products. Notwithstanding the foregoing, 
Binsfeld Engineering Inc.  retains its right to deviate from published specifications due to latest improvements in 
function and design of the Product. The foregoing warranty is subject to proper storage, transportation and use 
of the Products, and does not include defects due to normal wear and tear or deterioration. Upon delivery, 
Customer shall immediately inspect the Products for conformity and visible defects. Customer shall give Binsfeld 
Engineering Inc.  immediate written notice of any conformities or visible defects regarding the Products and 
contact Binsfeld Engineering Inc.  in writing concerning return or repair, as the case may be. 
 
Binsfeld Engineering Inc.’s sole obligation under this warranty is, upon evaluation by Binsfeld Engineering Inc. ,  
and at Binsfeld Engineering Inc. ’s option, to repair or correct any defect or to replace or exchange the Product 
with a copy of the original invoice to Binsfeld Engineering Inc.  at its own cost. Any repaired, corrected, replaced 
or exchanged Products shall be subject to the warranty and limitations set forth. If Binsfeld Engineering Inc.  has 
received notification from Customer, and no defects of the Product could be found, Customer shall bear the costs 
that Binsfeld Engineering Inc.  incurred as a result of notice.  
 

DISCLAIMER OF IMPLIED WARRANTIES 
 
This warranty set forth is exclusive and in lieu of all other warranties (whether expressed or implied), rights or 
conditions and Customer acknowledges that except for such limited warranty the Products are provided “as is”. 
Binsfeld Engineering Inc. specifically disclaims, without limitation, all other warranties of any kind including any 
implied warranties of merchantability and fitness for a particular purpose or use. Handling of this Product is to be 
as stated in the Installation and Operating Instructions of this manual. In no event shall Binsfeld Engineering Inc.  
be liable for any special, indirect, incidental or consequential damages or loss, whether in contract, tort, or 
otherwise, even if advised of the possibility of such damages. Some states and provinces do not allow limitation 
of implied warranties or the exclusion of incidental or consequential damages so the above limitations or 
exclusions may not apply to you. This warranty gives you specific legal rights and you may have other rights which 
vary from state to state or province to province. 

Name and address of purchaser:           

Date of Purchase:        

Model of product:           

Serial number of product:          
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SUPPORT SERVICES 

For technical support, installation services or request for repair please contact us:  
 
Binsfeld Engineering Inc. 
4571 W. MacFarlane Road 
Maple City, MI 49664 USA 
Phone: +1-231-334-4383  
Fax: +1-231-334-4903 
Email: support@binsfeld.com 

 
 

mailto:support@binsfeld.com


7 
 

1 INTRODUCTION 

This document describes the TT SPM mechanical shaft power meter. The TT SPM combines a strain-gage based 
TT SPM Collar with a gyro RPM sensor to provide an all-in-one power measurement system. 

1.1 FUNCTIONAL DESCRIPTION 

1.1.1 TORQUE MEASUREMENT 

The TT SPM is a strain gage transmitter. It is made to measure torque on rotating shafts using a 350 ohm torque 
pattern strain gage. The TT SPM calculates torque using shaft deformation signal from the strain gage according 
to the following equations:  
 

𝐷𝑉 =
𝐺𝑉

230
 

𝜇𝜀(𝑚𝑖𝑐𝑟𝑜𝑠𝑡𝑟𝑎𝑖𝑛) =
𝐷𝑉 ∗ 106

𝐺𝐹
 

 

𝑇𝑜𝑟𝑞𝑢𝑒(𝑁. 𝑚) =
𝜇𝜀 ∗ 𝜋 ∗ 𝐸 ∗ (𝑂𝐷4 − 𝐼𝐷4)

16 ∗ 109 ∗ 𝑂𝐷 ∗ (1 + 𝑣)
 

 
Where: 
DV = Differential voltage (V/V): Gage voltage referenced to numeric gage excitation voltage (230) 
GV = Gage voltage numeric value from sensor (from −223 to 223 − 1). 
GF = Gage Factor 
µε = Microstrain = mechanical deformation per length in microunits/unit (µΔL/L) 
ID = Shaft inner diameter in mm 
OD = Shaft outer diameter in mm 
𝑣 = Shaft material Poisson ratio 
E = Shaft material modulus of elasticity in MPa or N/mm2 
N.m = Newton-meters 

1.1.2 RPM MEASUREMENT 

The TT SPM has the unique capability to measure revolution speed using a high-speed gyro, eliminating the need 
for a fixed RPM sensor. 
 
The embedded Gyro sensor can measure up to 3000 RPM. 

1.1.3 POWER CALCULATION 

The TT SPM calculates Power from Torque and RPM using the following equation: 
 

𝑃𝑜𝑤𝑒𝑟 (𝑊𝑎𝑡𝑡𝑠) =
𝑇𝑜𝑟𝑞𝑢𝑒(𝑁. 𝑚) ∗ 𝑅𝑃𝑀 ∗ 𝜋

30
 

1.1.4 AVERAGING 

A strongly fluctuating torque causes the display to vary accordingly and renders the torque and power difficult 
to interpret by the operator. The averaging function smooths the data by performing an average over several 
measured values.  
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2 TT SPM SPECIFICATIONS 

2.1 TT SPM RECEIVER DIMENSIONS 

 

 
Figure 1 - TT SPM Receiver Dimensions (mm) 

 

2.2 TT SPM COLLAR DIMENSIONS 

 

 
Figure 2- TT SPM Collar Dimensions (mm) 
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2.3 TT SPM RECEIVER SPECIFICATIONS 

Table 1 – TT SPM Receiver Specifications  

Description Data 

Input Voltage 9-36 VDC 

Current Consumption 40 mA max 

Electrical Isolation 500V 

Storage Temperature -35°C to 85°C 

Operating Temperature -35°C to 70°C 

Humidity 10% to 90% non-condensing 

Vibration 5 – 50 Hz @ 20 mm/s +/- 1.0g max 

Degree of Protection IP 66 

Wireless Communication Wireless connection to one TT SPM Collar 

 

2.4 TT SPM SENSOR LINK SPECIFICATIONS 

Table 2 – TT SPM Sensor Link Specifications 

Description Data 

Autonomy 2 years on 10x 3.6AH, 3.6V batteries 

Electrical Consumption <1mA @ 3.6V 

Batteries 3.6VLiSoCl2 (lowest self-discharge) 

Strain Gage Type 350 ohms, Full Bridge, torque pattern, welded or 
bonded 

Strain Gage Range Max. ±3900 microstrain @ Gage Factor = 2 

Strain Gage Resolution 0.00047 microstrain @ Gage Factor = 2 

ADC Resolution 24 bits 

Torque Accuracy ± 0.1% 

RPM Accuracy ± 1% 

Maximum RPM 3000 RPM 

Degree of Protection IP 66 

 

2.5 TT SPM RECEIVER WIRED COMMUNICATIONS 

The TT SPM Receiver module communication protocol is Modbus RTU over RS-485. Up to 32 modules can be 
connected on the same Modbus line. 
 

Table 3 - Modbus Protocol Description 

Description Data 

Interface Type RS-485 

Baud Rate 9600/19200/38400 (factory default)/57600/115200 

Protocol Modbus RTU 

Serial Settings 8N1 
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2.6 CABLE ASSEMBLY 

Table 4 - Recommended Communication Cable Assembly 

Description Value 

Conductors 2 power wires + 1 twisted communication pair + 1 
drain (shield) wire  

Recommended Cable Belden 1502SB 

Field Installable Connectors  M12, A-coded, shielded 

Recommended Field 
Installable Connectors 

Phoenix Contact 1424658 (Male) 
Phoenix Contact 1424660 (Female) 

Communication Pair 
Impedance 

120 Ω 

Recommended End of Line 
Resistor (120 Ω) 

Phoenix Contact 1507816 (Male) 

 
Table 5 - Recommended Strain Gage Cable Type 

Description Data 

Conductors 4 Wires 22AWG, for sensor/actuator 

Recommended Cable Harting 21348000481010 (max 450 mm; 18 inches) 

Cable Molded Connector M8, Male, A-coded, non-shielded 

 
 

2.7 CONNECTOR PINOUTS 

2.7.1 TT SPM RECEIVER 

 

 
Figure 3–TT SPM Receiver Pinout 
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Table 6 – TT SPM Receiver Pinout 

Description Pin number Connector Wire 

RS-485 signal GND 1 Brown/Red Shield/Gray 

9-36 VDC 2 White Brown/Red 

0 VDC 3 Blue Black 

RS-485 A+ 4 Black Blue 

RS-485 B- 5 Gray White 

 
 

Table 7 – Strain Gage Cable Connections 

Description Pin number Ribbon Cable Color Connector Cable Color 

Sen + (Sense Positive) 1 Green Brown 

Sen - (Sense Negative) 2 White White 

Exc + (Excitation Positive) 3 Red Blue 

Exc – (Excitation Negative) 4 Black Black 

 
 
 

 
Figure 4 – Strain Gage Connector 

 

1 

2 4 

3 
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3 SYSTEM OVERVIEW 

3.1 COMMUNICATION 

The TT SPM Receiver module uses a powered bus architecture and connectorized cables to reduce the number of 
electrical connections. 
 
Up to 16 TT SPM Receivers can be connected in series using the powered bus. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Figure 5 – Typical System Configuration 

3.1.1 MODBUS ADDRESS SELECTION 

The TT SPM Receiver module Modbus address is selected using the 2 digits selector found on the circuit board. 
For example, to select address 27 set the X10 selector to 2 and the X1 selector to 7. Check the arrow orientation 
on each selector knob. 
 

 
Figure 6 –TT SPM Receiver Modbus Address Selection 

Modbus RTU over RS-485 
+ 9-36VDC 
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3.2 TT SPM COLLAR 

The TT SPM Collar is made to be installed on rotating 
shafts. It contains the following elements: 
 

• Strain gage signal conditioning and 
digitization 

• Gyro RPM sensor  

• Wireless radio module 

• Batteries 
 
The TT SPM chain-link architecture makes it scalable 
for various shaft diameters by adding or removing 
extension links. 
 
The TT SPM Collar electronics are highly optimized 
for multi-year operation between battery changes. 
 

 
 

 
Figure 7 - TT SPM Collar 

3.2.1 TT SPM COLLAR LINKS 

3.2.1.1 SENSOR LINK 

The TT SPM Sensor Link contains the strain gage 
transducer, the gyro and communicates with the TT 
SPM Receiver 
 
The cover plate features an M8 circular connector for 
connection with a connectorized strain gage. 
 
Under the cover plate, there is a hardware reset 
button for maintenance purposes. 
 

 
Figure 8 - TT SPM Sensor Link 

3.2.1.2 BATTERY LINK 

Each battery link contains two LiSOCL2 3.6V batteries 
and reverse battery protection. 
 
 
 
 

 
Figure 9 - Battery Link 
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3.2.1.3 TIE KIT 

 
The tie links are used to attach the TT SPM 
Transmitter to the shaft. 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

3.2.1.4 EXTENSION LINKS 

 
The extension links are optional collar links used to 
extend the collar diameter for shaft diameters above 
150mm. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 

 
Figure 10 - Tie Kit 

 
 
 
 
 
 

 
Figure 11 - Extension Link 
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4 INSTALLATION 

4.1 TT SPM COLLAR INSTALLATION 

The following steps describe installation of the TT SPM Collar on a rotating shaft. 
 

1. Locate an area with at least 250 mm of free horizontal space on the shaft. 
 

 
Figure 12 - Installation Area 

 
2. Determine the strain gage and TT SPM installation location based on machine layout and shaft rotation. 

 
The arrangement above will produce a positive indication (e.g. positive torque signal) from the TT SPM 
using the wiring conventions described in this manual. 
 
 The arrangement below will produce a negative indication (e.g. negative torque signal) from the TT SPM 
using the wiring conventions described in this manual. 

 
Figure 13 – Gage Orientation vs Signal Indication (Polarity) 

 

250 mm 
(10 in) 

Prime 
Mover 
(engine, 
motor) 
 

Load 

Prime 
Mover 
(engine, 
motor) 
 

Direction of rotation 

Load 

Direction of rotation 
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3. Install the strain gage. See the following link for more details. https://binsfeld.com/support/torquetrak-

support/torquetrak-support-strain-gage-installation/ 
 

4. Is necessary, solder M8 connector cable wires to the strain gage (see Table 7 – Strain Gage Cable 
Connections). 
 

5. Remove the TT SPM Collar from its packaging. 
 

6. Remove ALL hexagonal battery caps using a 22mm wrench. 
 

7. Install the first battery and install the hexagonal cap. Repeat for all batteries. 
 

8. Perform a sensor link reset, see 6.2 SENSOR LINK RESET. 
 

9. WARNING: ALWAYS apply anti-seize grease on M8 bolts threads before attaching the tie kit. Without 
grease, the stainless steel hardware will tend to seize when screwed together and may appear tightened 
when it is not. If not tightened properly the TT SPM will not be secure on the shaft. 
 

10. Lay the TT SPM Collar on top of the shaft. Wrap the collar around the shaft and attach the tie kit loosely.  
 

 
Figure 14 - TT SPM Collar Loosely Attached 

 

  

Shaft 

https://binsfeld.com/support/torquetrak-support/torquetrak-support-strain-gage-installation/
https://binsfeld.com/support/torquetrak-support/torquetrak-support-strain-gage-installation/
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11. Rotate the TT SPM Collar so the sensor link is aligned with the strain gage. 
 

 
Figure 15 - Positioning the TT SPM Collar 

 

 

1. WARNING:  ALWAYS apply anti-seize grease on M8 bolts threads before attaching the tie kit. Without 
grease, the stainless steel hardware will tend to seize when screwed together and may appear tightened 
when it is not. If not tightened properly the TT SPM will not be secure on the shaft. 

 
2. Tighten the TT SPM Tie kit to a final torque of 25N-m on the M8 bolts with a ball nose 6mm hex drive. 

 

 
Figure 16 – Tightening Tie Kit 
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3. Tighten all the M6 pivot bolts around the collar to a final torque of 12N-m with a 4mm Hex Key. 

 
Figure 17 – Tightening Pivot Bolts 

 
 

4. Connect the strain gage connector to the sensor link. 

 
Figure 18 – Connection of the Strain Gage 

 

5. Secure any excess strain gage cable on the shaft. 
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4.2 TT SPM RECEIVER INSTALLATION 

The following steps describe the steps required to verify the connection between the TT SPM Receiver and the 
TT SPM Collars. 
 

1. Install the TT SPM Receiver within 15m line-of-sight (of sensor link) or nearer to the TT SPM Collar. The 
signal strength must be greater than -80dBm (usually between -40dBm and -70dBm). Move receiver 
nearer to collar to increase signal strength to an acceptable value. To read signal strength, read data 
from registers in Table 16 – TT SPM Collar Data Registers. Any metal parts near TT SPM can decrease 
signal strength. Collar-Receiver wireless link may disconnect if Sensor Link is completely hidden from 
the line of sight of the receiver. 

2. Connect the TT SPM Receiver with recommended cable as described in Table 4 - Recommended 
Communication Cable Assembly. 
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5 SOFTWARE CONFIGURATION 

If you use an OpDAQ Systems OpHMI, skip this section (5 SOFTWARE CONFIGURATION) because it is done by 
OpHMI software. This section contains instructions to configure TT SPM Receiver with a third-party terminal 
software. These instructions include initial configuration all the way to normal acquisition. 
 
Use Modbus settings in Table 3 – TT SPM Receiver Modbus Settings. 
Use Modbus functions Read Holding Registers (function code 0x03) to read data and Write Multiple Registers 
(function code 0x10) to write data. 
 
For a summary of these instructions, see section 5.5 SOFTWARE CONFIGURATION SUMMARY. 

5.1 TT SPM RECEIVER INITIAL COMMUNICATION 

5.1.1 BAUD RATE RESET 

If the baud rate is unknown, write a given baud rate in the baud rate configuration register at each possible 
baud rate, then communicate normally at given baud rate. 
 
Example to set 38400 baud rate to the device at address 1: 
 
01 10 0030 04 00009600 9F1B 
01: Device address 1 
10: Write Multiple Register function code 
0030: Baud rate Configuration Register start 
04: Number of bytes to write (baud rate is 32 bits / 4 bytes) 
00009600: Baud rate Configuration Register Data to Write 
9F1B: Modbus CRC-16 checksum (Recompute for each unique Modbus request) 
 
Write the previous command at each baud rate (9600,19200,38400, 57600 and 115200) to set device 
address 1 to baud rate 38400. 
 

5.1.2 DATA ACQUISITION 

To do data acquisition through Modbus communication from the TT SPM Receiver, query the TT SPM 
Receiver by reading the data registers. 
 
Example:  
To read data from the TT SPM Collar, read 12 registers starting from address 0x80 
 
The read command should be formatted as: 
 
01 03 0080 000C 4427 
 
01: TT SPM Receiver Modbus Address 
03: Modbus command Read Holding Registers 
0080: 0x80 Starting address 
000C: 0x000C-> 12 Registers to read 
4427: CRC-16 (cyclic redundancy check) 
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The answer from the TT SPM Receiver should be formatted as follows: 
 
01 03 18 00000000 0007815F 0000021F 0004448C 00033B57 0B01 FFBF F23F 
 
01: TT SPM Receiver Modbus Address 
03: Modbus command Read Holding Registers 
18: Byte count: 24 bytes -> 12 x 16-bit registers 
00000000: 32 bits alarm 
0007815F: Torque: 4 918.71 Nm 
0000021F: Shaft speed: 54.3 RPM 
0004448C: Power: 27 969.2 W 
00033B57: Gage voltage: 211799 
0B01: Battery voltage: 2.817 V 
FFBF: Receive Signal Power: -65 dBm 
F23F: CRC 16 
 

5.1.3 DISABLE SHAFT SPEED SLEEP 

Write 0 to TT SPM Collar: Shaft speed sleep threshold at register 0x4B 
 

5.1.4 ENABLE SHAFT SPEED SLEEP 

After all software configurations are done and checked,  write a shaft speed value in TT SPM Collar: Shaft 
speed sleep threshold at register 0x4B. 

 

5.1.5 SET UP WIRELESS COMMUNICATION 

Write TT SPM Collar MAC Address to registers from 0x32 through 0x34. 
Ex: 0x12AB F54A 7DE3 
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5.1.6 SETTING UP THE TORQUE CALCULATION 

To calculate torque from the strain gage voltage reading, TT SPM needs torque calculation parameters to be 
entered in the Modbus registers (see table 11): 
 
Example: Setting the torque calculation parameters in TT SPM Collar 
 

• Shaft inside diameter: 50.5 mm 

• Shaft outside diameter: 125.0 mm  

• Shaft material Poisson ratio: 0.3 (for steel)  

• Gage factor: 2.16 

• Shaft material modulus of elasticity: 206 800 MPa (for steel) 
 

a. Write the TT SPM Collar: Shaft inside diameter(mm) to register 0x40 
The register 0x40 has an x10 multiplier, the value to enter is 50.5 * 10 = 505 (U16) 
 
Example command: 01100040000101F901DB 
Where : 

01: 0x01 TT SPM Receiver Modbus Address 
10: 0x10 Write Multiple Registers Operation 
0040: 0x40 Starting Address 
0001: 1 Register to write 
01F9: 505 in HEX 
01DB: CRC-16 (cyclic redundancy check) 

 
b. Write the TT SPM Collar: Shaft outside diameter(mm)to register 0x41 

The register 0x4D has an x10 multiplier, the value to enter is 125.0 * 10 = 1250 (U16) 
 

c. Write the TT SPM Collar: Shaft material Poisson ratio to register 0x42 
The register 0x4E has a x1000 multiplier, the value to enter is 0.3 *1000 = 300 (U16) 
 

d. Write the TT SPM Collar: Gage factor to register 0x43 
The register 0x4F has a x1000 multiplier, the value to enter is 2.16 *1000 = 2160 (U16) 
 

e. Write the TT SPM Collar: Shaft material elastic modulus (MPa or N/mm2) to register 0x44 and 0x45 (U32) 
The register 0x4F has a x1 multiplier, the value to enter is 216800 (U32) 
 
Example command: 01 10 0044 0002 0003 27D0 7BAA 
Where : 

01: 0x01 TT SPM Receiver Modbus Address 
10: 0x10 Write Multiple Registers Operation 
0044: 0x44 Starting Address 
0002: 2 Registers to write 
0003: 206800 is 0x000327D0 in Hex, 0003 is the MSB 
27D0: 206800 is 0x000327D0 in Hex, 27D0 is the LSB 
7BAA: CRC-16 (cyclic redundancy check) 

Note: It is a good practice to read the values after the write operation to make sure that the value has been 
written properly. 
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5.2 ADJUST STRAIN GAGE OFFSET AT REST 

Strain gages are very sensitive sensors. It is normal to read relatively large values after manipulating and installing 
strain gage because it adds small amount of mechanical stress on the gage itself. 

 

To adjust the offset the following operations must be done while the shaft is at rest (no spinning, no mechanical 
stress from the shaft). 

 

First, zero TT SPM Collar: Gage voltage at rest with first register starting at 0x48 (0x48 HI register and 0x49 LO 
register for I32 value). 

 

Second, read TT SPM Collar: Gage voltage value with first register starting at address 0x88 (0x88 HI register and 
0x89 LO register for I32 value). 

 

Third, write the reading in previously zeroed TT SPM Collar: Gage voltage at rest. 

 

After write operation, the TT SPM Receiver will remove the value in TT SPM Collar: Gage voltage from TT SPM 
Collar: Gage voltage in next readings. This correction will also affect related values to TT SPM Collar: Gage voltage 
which are TT SPM Collar: Torque  and TT SPM Collar: Power. 

 

5.3 ADJUST RPM OFFSET 

The RPM offset is-calibrated at the factory and should be negligible after installation. RPM offset can also be fine-
tuned when required. 

5.4 AVERAGING 

In many applications, such as thermal engines, the torque reading varies significantly. For example, each firing of 
a piston creates a torque peak which leads to high frequency and high amplitude variations in the torque reading. 
To attenuate the variations, the TT SPM performs averaging by acquiring torque 4 times per second. 

If required, additional averaging can be applied to further reduce variations. However, while the averaging reduces 
the amplitude of the random variations, it also reduces the response time of the TT SPM.  

The following table describes the effect of averaging on the response time. The response time is defined as the 
time required to reach 99.9% of a step variation. 

For 0 or 1, there is no filtering. The acquisition period 0.25s is the reaction time. 
From 2 to 16 a moving average is used. The reaction time is samples*0.25s 
From 17+, an exponential filter is used. The reaction time can be extrapolated with the table below. 
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Table 8 - Reaction Time vs Averaging 

Averaging Reaction time 

0 or 1 

2 

16 

17 

30 

50 

100 

200 

500 

0.25 s 

0.5 s 

4 s 

0.8 s 

2.5 s 

4.8 s 

10.6 s 

22.2 s 

56.7 s 

 

5.5 SOFTWARE CONFIGURATION SUMMARY 

1. Apply baud rate change procedure (optional if you know baud rate) 
2. Write 0 to register 0x48 and 0x49 (reset gage voltage at rest). 
3. Write torque calculation parameters to registers from 0x40 through 0x45.1 
4. Write averaging into register 0x46 (number of filtering samples). 2 
5. Write 0 to register 0x4A (reset shaft speed at rest). 
6. Write 0 to register 0x4B (disable shaft speed sleep). 
7. Perform alarms read and clear from section 8.2 ALARMS READING AND CLEARING. 
8. While the shaft is at rest (no rotation/torque), read register 0x84 (read shaft speed LSB value) 
9. Write previous register into register 0x4A (write into shaft speed at rest) 
10. While the shaft is at rest (no rotation/torque) read registers 0x88 and 0x89 (read gage voltage value) 
11. Write previous registers respectively into register 0x48 and 0x49 (write into gage voltage at rest) 
12. Perform alarms read and clear from section 8.2 ALARMS READING AND CLEARING. 
13. While the shaft is at rest (no rotation/torque), read registers from 0x80 through 0x8B (data values). 
14. Use previous data values and Table 16 – TT SPM Collar Data Registers to validate: 

a. Torque is close to 0: 32-bit signed integer from register 0x82 (HI) and 0x83 (LO). 
b. Shaft speed is close to 0: 32-bit signed integer from register 0x84 (HI) and 0x85 (LO). 
c. Power is close to 0: 32-bit signed integer from register 0x86 (HI) and 0x87 (LO). 
d. Gage voltage is close to 0: 32-bit signed integer from register 0x88 (HI) and 0x89 (LO). 

15. Write realistic3 shaft speed in RPM multiplied be 10 into register 0x4B (Write into TT SPM Collar: Shaft 
speed sleep threshold) 

 
1See section 5.1.6 SETTING UP THE TORQUE CALCULATION for data within registers. 
2See section 5.4 AVERAGING for details and use value in averaging column from Table 8 -  Reaction Time vs 
Averaging. 
3 The selected shaft speed should be enough to not trigger from residual shaft movement and not too much to 
wakes during normal operation. 
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6 MAINTENANCE 

6.1 BATTERY REPLACEMENT 

TT SPM is powered by 3.6V LiSOCL2 batteries, for example, model LS 17500 3.6 V Li-SOCl2 A-size bobbin cells from 
Saft (www.saftbatteries.com). These batteries have a low self-discharge and a high energy density. The battery 
voltage is expected to stay stable until approximately 5% of the battery capacity is left. When the voltage starts 
to drop significantly, it is recommended to plan battery change within a month. 
 
Replace only with Saft LS 17500 A-size or equivalent. 
 
The battery voltage register is included in the commonly read data registers.  
 

It is recommended to replace battery every 2 years when TT SPM shaft speed sleep function is on or 1 year when 
the system is continuously sampling the strain gage (shaft speed sleep off). 

To replace batteries: 
1. Remove ALL hexagonal battery caps (use a 22mm wrench) and remove ALL depleted batteries.  
2. Make sure ALL replacement batteries are new. 
3. Install the first replacement battery and install the hexagonal cap. Repeat for all batteries. 
4. Disconnect strain gage cable from M8 connector. 
5. Perform a sensor link reset, see 6.2 SENSOR LINK RESET. 
6. Reconnect strain gage cable to M8 Connector. 

6.2 SENSOR LINK RESET 

Sensor link reset reinitializes sensor link electronics after maintenance event such as battery replacement. 
1. Open Sensor link by removing socket head screws and metal cover. 

 
Figure 19 – Socket head screws location for Sensor Link 

 

2. Press the reset button for at least 10 seconds. 

3. Close the sensor link by putting back metal cover and socket head screws. Tighten screws at 0.85 N-m. 

 
  

http://www.saftbatteries.com/
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7 MODBUS REGISTERS 

This section describes TT SPM Values through Modbus registers. 
 

7.1 VALUE TERMINOLOGY 

This section explains table headers for TT SPM values: 
 
Name: Name of the value. 
 
Description: Additional explanation of value. 
 
Type: Value data type, in signedness and length. Some values must be interpreted signed (negative and positive 
range, 2’s complement) or unsigned (positive range only). Some values straddle multiple Modbus registers since 
these values are greater in size than the length of a Modbus register. Data over multiple Modbus registers are 
ordered in BIG ENDIAN endianness. 
 

Table 9 – Endianness example with 32-Bits Value 

Value Serial_Number U32 (32-bit unsigned data beginning at address 0x00) 

0x0098A761 

Serial number HI(Modbus register at 0x00) Serial number LO(Modbus register at 0x01) 

0x0098 0xA761 

 
 
Table 10 – Value Types 

Type Signedness Bits 
length 

Size in 
registers 
number 

Minimum Value  Maximum Value 

    Hexadecimal Decimal Hexadecimal Decimal 

U16 Unsigned 16 1 0x0 0 0xFFFF 65535 

I16 Signed 16 1 0x8000 -32768 0x7FFF 32767 

U32 Unsigned 32 2 0x0 0 0xFFFFFFFF 4294967295 

I32 Signed 32 2 0x80000000 -2147483648 0x7FFFFFFF 2147483647 

U48 Unsigned 48 3 0x0 0 0xFFFFFFFFFFFF 281474976710655 

 
Addr.: Modbus address of the beginning of the register. 
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Modbus registers address space are the same for functions Read Holding Register and Write Holding Registers. 
Address space is zero based. 
 
Third party terminal software might use base address 40001 (decimal) for first Holding registers, but software still 
sends 0x0000 register address in Modbus frame. In this case, take TT SPM Modbus register (zero based) in decimal 
and add 40001 to get 40001 based register address. 
 
Here is an example with register TT SPM Collar: Gage factor (from Table 15 – TT SPM Collar Configuration 
Registers) 
 

Table 11 – Base address translation example 

Register address in 
documentation (zero 
based, hexadecimal) 

Zero based register 
address (decimal) 

40001 encoded 
based address for 

terminal 

Final register 
address in Modbus 

frame 

0x43 67 40068 0x0043 

 
Mult: Modbus registers on the TT SPM Receiver cannot contain floating point data. When decimals are needed, a 
multiplier is used. For example, the torque has 2 decimals (Mult. = 100). When the value is read from the TT SPM 
Receiver, it must be divided by 100. 
 
The same logic applies when writing to the TT SPM Receiver. For example, to write a shaft inside diameter value 
of 200.1 mm, the value 2001 (200.1 x Mult. 10) should be written to the register. 
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7.2 REGISTERS DEFINITIONS 

 
Table 12 - Protected Values Registers (read only) 

Name Description Addr. Type Mult. Value Range Example 

Serial Number TT SPM Receiver Serial Number 0x00 U32 1 0030000001 
:0039999999 

0030000001 

Device ID Customer serial number 0x02 U32 1 N/A 1 

Boot Count Number of device boot 0x04 U16 1 N/A 1 

Software Version Software Version 0x05 U16 100 1.00:655.35 1.00 

Hardware Version Hardware Version 0x06 U16 100 1.00:655.35 1.00 

 
Table 13 – TT SPM Receiver Alarm Register (read only) 

Name Addr. Type Mult. Example 

TT SPM Receiver: 32 bits alarm* 0x14 U32 1 0 

*Use TT SPM Receiver: Alarm Clear value starting at 0xC4 to clear alarms 
 
Table 14 – TT SPM Receiver Communication Registers 

Name Addr. Type Mult. Value Range Factory Settings 

Serial Modbus baud rate 0x30 U32 1 9600, 19200, 38400, 57600, 115200 38400 

TT SPM Collar: MAC 
address 

0x32 U48 1 N/A 0xF8F0050123451* 

*Example only, TT SPM Receiver is factory configured to actual TT SPM Collar. 
 
Table 15 – TT SPM Collar Configuration Registers 

Name Units Addr. Type Mult. Factory Settings 

TT SPM Collar: Shaft inside diameter mm 0x40 U16 10 0.0 

TT SPM Collar: Shaft outside diameter mm 0x41 U16 10 100.0 

TT SPM Collar: Shaft material Poisson ratio unitless 0x42 U16 1000 0.300 

TT SPM Collar: Gage factor V/V 0x43 U16 1000 2.000 

TT SPM Collar: Shaft material elastic modulus MPa or N/mm2 0x44 U32 1 206000 

TT SPM Collar: Number of filtering samples unitless 0x46 U16 1 30 

TT SPM Collar: Low battery alarm voltage V 0x47 U16 1000 3200 
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TT SPM Collar: Gage voltage at rest V/V 0x48 I32 1 ±10000 

TT SPM Collar: Shaft speed at rest RPM 0x4A I16 10 ±30.0 

TT SPM Collar: Shaft speed sleep threshold RPM 0x4B I16 10 10.0 

 
Table 16 – TT SPM Collar Data Registers 

Name Units Addr. Type Mult. Example 

TT SPM Collar: 32 bits alarm* unitless 0x80 U32 1 0 

TT SPM Collar: Torque  Nm 0x82 I32 100 20000.00 

TT SPM Collar: Shaft speed RPM 0x84 I32 10 100.0 

TT SPM Collar: Power W 0x86 I32 10 2000000.0 

TT SPM Collar: Gage voltage V/V 0x88 I32 1 300000 

TT SPM Collar: Battery voltage V 0x8A U16 1000 3.000 

TT SPM Collar: Receive signal power dBm 0x8B I16 1 -50 

*Use TT SPM Collar: Alarm Clear value starting at 0xC6 to clear alarms 
 
Table 17 – Receiver Alarm Clear Registers (Write Only) 

Name Description Addr. Type Mult. Example 

TT SPM Receiver: Alarm 
Clear 

To clear only alarms read from register 
0x14, write the associated mask value 

0xC4 U32 1 0xFFFFFFFF 

 
Table 18 – TT SPM Collar Alarm Clear Registers (Write Only) 

Name Description Addr. Type Mult. Example 

TT SPM Collar: Alarm 
Clear 

To clear an alarm from register 0x80, write 
the associated mask value. 

0xC6 U32 1 0xFFFFFFFF 

 

7.3 MODBUS LINE SUPERVISOR 

The TT SPM comes equipped with an automatic software Modbus line supervisor. Since the Modbus line can be 
shared with other devices, this can sometimes be problematic when those devices do not respect the standard 
Modbus timing and implementation. So, the supervisor has been implemented to monitor the Modbus line for 
faulty devices and restore the communication when needed. When this process is triggered, the TT SPM can take 
up to 30 seconds to restore the communication during which it won’t respond. 
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8 ALARMS 

8.1 ALARMS DESCRIPTION 

The following alarms list describes alarms for both TT SPM Receiver and TT SPM Collar. 
 
Alarm 1 to 24 (mask 0x00FFFFFF) are alarms to a specific TT SPM Collar. Alarms 25 to 32 (mask 0xFF000000 are 
alarms related to the receiver. 
 
Table 19 – Alarms Register layout 

Alarm name Addr. Alarms layout 

TT SPM Receiver Alarms 0xC4 0xUUWWWWWW 

TT SPM Collar Alarms 0x80 0x00WWWWWW 

 

UU are alarms specific to receiver. 
WWWWWW are alarms specific to TT SPM Collar 
Note: Bits WWWWWW in registers 0x14 and 0x80 are duplicate in prevision for future developments 
 
Table 20 – Alarms Clear Register content layout 

Alarm Clear name Alarm Clear Addr. Corresponding Alarm Name Corresponding Alarm Addr. 

TT SPM Receiver: Alarm 
Clear 

0xC4 
TT SPM Receiver: 32 bits 
alarm 

0x14 

TT SPM Collar: Alarm Clear 0xC6 TT SPM Collar: 32 bits alarm 0x80 

8.2 ALARMS READING AND CLEARING 

This is the procedure in Modbus commands to read and clear alarms. 
 

1. Read TT SPM Receiver: 32 bits alarm value from registers at0x14 and 0x15.4 
2. Interpret alarm value bits (individual alarms) with bitwise mask from Table 21 – TT SPM Receiver and 

Collar Alarms Definition. 
3. Wait 10 seconds. 
4. Write alarm value to both TT SPM Receiver: Alarm Clear (0xC4 and 0xC5) and TT SPM Collar: Alarm 

Clear.  (0xC6 and 0xC7). 
5. Wait 100 ms. 
6. Read TT SPM Receiver: 32 bits alarm value from registers a 0x14t and 0x15 (same as step 1). 
7. If any individual alarm bit remains set from previous alarm value5, apply correction(s) from section 8.3 

ALARMS DETAILS AND CORRECTIONS. 
8. If alarm value ALARMS DETAILS AND CORRECTIONS is not 0, return to step 2, else procedure is finished. 

 

 
4 TT SPM Collar Alarms value read is optional since it is duplicated into TT SPM Receiver: 32 bits alarm 
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Table 21 – TT SPM Receiver and Collar Alarms Definition 

Name Alarm # Mask 

Alarm 1 - TT SPM Collar: Gage Disconnected 1 0x00000001 

Alarm 2 - Reserved 2 0x00000002 

Alarm 3 - TT SPM Collar: Unsupported Configuration 3 0x00000004 

Alarm 4 - Reserved 4 0x00000008 

Alarm 5 - TT SPM Collar: Battery Low 5 0x00000010 

Alarm 6 To 11- Reserved 6-11 0x000007C0 

Alarm 12 – Warning: TT SPM Collar: Shaft Speed Sleep On 12 0x00000800 

Alarm 13 – Warning: TT SPM Collar: Acquisition Not Ready 13 0x00001000 

Alarm 14 - Reserved 14 0x00002000 

Alarm 15 – TT SPM Collar: Disconnection Error 15 0x00004000 

Alarm 16 – TT SPM Collar: Connection Error 16 0x00008000 

Alarm 17 – TT SPM Collar: Configuration Read Error 17 0x00010000 

Alarm 18 – TT SPM Collar: Configuration Write Error 18 0x00020000 

Alarm 19 – TT SPM Collar: Event Signal Error 19 0x00040000 

Alarm 20 – TT SPM Collar: Acquisition Error 20 0x00080000 

Alarm 21 – TT SPM Collar: Unexpected Communication Error 21 0x00100000 

Alarm 22 – TT SPM Collar: Synchronization Error 22 0x00200000 

Alarm 23 – TT SPM Collar: Acquisition Timeout 23 0x00400000 

Alarm 24 – TT SPM Collar: Unexpected Disconnection Error 24 0x00800000 

Alarm 25 – TT SPM Receiver: Unsolicited Communication Error 25 0x01000000 

Alarm 26 – Reserved 26 0x02000000 

Alarm 27 – TT SPM Receiver: Non-Volatile Memory Error 27 0x04000000 

Alarm 28 – TT SPM Receiver: Non-Volatile Memory Hardware Error 28 0x08000000 

Alarm 29 To 31- Reserved 29-31 0x70000000 

Alarm 32 - TT SPM Receiver: Device has rebooted 32 0x80000000 
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8.3 ALARMS DETAILS AND CORRECTIONS 

The following alarms resolution guide implies that alarms have been attempted to be cleared using procedure in 
section 8.2 ALARMS READING AND CLEARING. Alarms may change the data reliability read through Modbus 
registers. Alarms must be acknowledged (named warning below) or corrective measures must be applied.  
 
Alarm 1: 
Detail: Strain gage is disconnected or incorrectly connected to collar. Torque, power, and gage voltage values 
are not reliable. 
Correction: Connect Strain Gage Connector to TT SPM Collar (See section 4.1, TT SPM COLLAR , step 0,  
Connect the strain gage connector to the sensor link.) Inspect strain gage for possible damage on the strain gage 
cable and strain gage itself. Contact strain gage vendor for support for damaged wiring on the strain gage. 
 
Alarm 2: Reserved for future use. 
 
Alarm 3: 
Detail: Factory use only: undocumented registers with invalid settings have been written. 
Correction: Contact Vendor for support. 
 
Alarm 4: Reserved for future use. 
 
Alarm 5: 
Detail: TT SPM Collar battery voltage is equal or lesser than configured “Low battery alarm voltage”. 
Correction: Plan for battery change (or decrease “Low battery alarm voltage”: not recommended) 
 
Alarms 6 to 11: Reserved for future use. 
 
Alarm 12: 
Detail: Warning only, the given TT SPM Collar shaft speed is below “TT SPM Collar: Shaft speed at rest”. The TT 
SPM Collar is sleeping. The last data values can be read, but no actual data acquisition is done (shaft speed is 
checked one time per second for wake condition, but this data cannot be read). This is normal alarm for sleep 
between shaft rotation (operation). Upon shaft rotation, this alarm will clear. 
Correction: Warning only, will clear when shaft rotating speed is greater than “TT SPM Collar: Shaft speed sleep 
threshold”. 
Adjust the value “TT SPM Collar: Shaft speed sleep threshold”: Increase the value to start sleep at higher RPM. 
Decrease the value to sleep at lower RPM. Setting the value to zero will disable shaft speed sleep feature. 
 
Alarm 13: 
Detail: Acquisition not ready (connecting or configuring collar). This alarm will clear after collar connection, or 
another alarm will appear for connection errors. 
Correction: Warning only, only present when a collar is connecting. 
 
Alarm 14: Reserved for future use. 
 
Alarm 15: 
Detail: Previously connected collar could not be disconnected (configured with MAC address Modbus registers).  
Correction: See section 8.4.2 RECEIVER AND COLLAR PAIR CHANGE CORRECTION. 
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Alarm 16: 
Detail: Receiver error while connecting to TT SPM Collar through wireless communication. 
Correction:  

1. Check TT SPM Collar batteries: 
Were batteries replaced recently? Check if battery replacement is correct by reviewing section 6.1 
BATTERY REPLACEMENT (validate sensor link reset). 
Did the collar operate for more than 1 year on the same batteries? Plan battery change. 

2. Validate Receiver and Collar Pair. 
 
See section 8.4.1 COLLAR CONNECTION AND CONFIGURATION CORRECTION for additional corrections. 
 
Alarm 17: 
Detail: Receiver error while reading TT SPM Collar configuration through wireless communication. 
Correction: See section 8.4.1 COLLAR CONNECTION AND CONFIGURATION CORRECTION. 
 
Alarm 18: 
Detail: Receiver error while writing TT SPM Collar configuration through wireless communication. 
Correction: See section 8.4.1 COLLAR CONNECTION AND CONFIGURATION CORRECTION. 
 
Alarm 19: 
Detail: Receiver error while TT SPM Collar sent/receive punctual event through wireless communication. 
Correction: See section 8.4.1 COLLAR CONNECTION AND CONFIGURATION CORRECTION. 
 
Alarm 20: 
Detail: Receiver error while TT SPM Collar normal acquisition. 
Correction: See section 8.4.1 COLLAR CONNECTION AND CONFIGURATION CORRECTION. 
 
Alarm 21: 
Detail: Previously connected collar continued communication after unpairing (configured with MAC address 
Modbus registers).  
Correction: See section 8.4.2 RECEIVER AND COLLAR PAIR CHANGE CORRECTION. 
 
Alarm 22: 
Detail: Excessive wireless latency between TT SPM Receiver and TT SPM collar. 
Correction: See section 8.4.1 COLLAR CONNECTION AND CONFIGURATION CORRECTION. 
 
Alarm 23: 
Detail: TT SPM Receiver has not sent acquisition data for some time, which indicate a problem in the collar. 
Correction: See section 8.4.1 COLLAR CONNECTION AND CONFIGURATION CORRECTION. 
 
Alarm 24: 
Detail: TT SPM receiver lost connection to TT SPM receiver. 
Correction: See section 8.4.1 COLLAR CONNECTION AND CONFIGURATION CORRECTION. 
 
Alarm 25: 
Detail: Received communication from a wireless device, but not the configured TT SPM Collar. It happens mostly 
when an TT SPM Collar MAC address is zeroed. Other devices trying to communicate to TT SPM receiver will 
trigger this alarm. 
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Correction: See section 8.4.1 COLLAR CONNECTION AND CONFIGURATION CORRECTION. Search for wireless 
devices close by that could cause interference. 
 
Alarm 26: Reserved for future use. 
 
Alarms 27-28: 
Detail: Internal errors related to non-volatile memory issues. Parameter saved to TT SPM Receiver could be lost 
upon reboot. 
Correction: Reboot TT SPM receiver. Contact support. 
 
Alarm 29 to 31: Reserved for future use. 
 
Alarm 32:  
Detail: TT SPM receiver rebooted. 
Correction: Check TT SPM receiver power source and related connections. Receiver is rebooting multiple times. 
 

8.4 ALARMS COMMON CORRECTIONS 

8.4.1 COLLAR CONNECTION AND CONFIGURATION CORRECTION 

Checks for new installations: 
1. Check if battery installation is completed. Review 4.1 TT SPM COLLAR INSTALLATION Steps 6 to 8 (and 

especially step 8). 
2. For multiple TT SPM installation, check if installed receiver is paired with installed collar (inadvertent 

collar swap). If malformed Modbus write command has been sent to TT SPM Receiver, see section 8.4.2 
RECEIVER AND COLLAR PAIR CHANGE CORRECTION for possible MAC address inadvertent change. 

3. Check for receiver-collar distance. See section 4.2 TT SPM RECEIVER INSTALLATION. 
 
Checks for new installations and previously operating installations: 

3. Check TT SPM Collar batteries: 
Were batteries replaced recently? Check if battery replacement is correct by reviewing section 6.1 
BATTERY REPLACEMENT (validate sensor link reset). 
Did the collar operate for more than 1 year on the same batteries? Plan battery change. 

4. Check for obstructions between TT SPM receiver and collar which could attenuate wireless signal. If 
sensor link is on a shaft opposed to the receiver, the collar will reconnect upon shaft rotation. 

 

8.4.2 RECEIVER AND COLLAR PAIR CHANGE CORRECTION 

Receiver and collar pair change can only happen when collar MAC address value is changed in Modbus registers 
(inadvertently or not). 
 

1. Read MAC address from TT SPM Receiver Modbus registers and validate it matches the one written on 
paired TT SPM Collar (on the sensor link). 

2. Reboot TT SPM Receiver. 
3. Perform a sensor link reset on the TT SPM Collar 
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9 VISUAL INDICATORS 

9.1 RGB LED DESCRIPTION 

The TT SPM Receiver features a RGB led to give the user quick feedback of the status. Mixed colors from Table 22 
can momentarily show during state transition between operation, no operation, sleep or alarm states. 
 
Table 22 – RGB Led Color Code 

Color Description 

Green In normal operation, no alarm, no sleep. 

Cyan Collar in shaft speed sleep. 

Blue No operation (no TT SPM Collar configured). 

White Collar in shaft speed sleep with uncleared alarm(s). 

Magenta No operation (no TT SPM Collar configured) with uncleared alarm(s). 

Yellow In normal operation with uncleared alarm(s). 

Red TT SPM Collar connecting. 
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9.2 TT SPM RECEIVER CIRCUIT BOARD LEDS 

 

Figure 20 – TT SPM Receiver LEDs 
 
Table 23 – TT SPM Receiver LEDs Description 

Circuit Board Code Label/name Description 

D5 TX RS-485 transmission activity (device answering to Modbus 
commands) 

D6 RX RS-485 reception activity (device receiving Modbus commands) 

D7 +3V Device is powered 

D8 STA Status: Software keep alive blinking each 2 seconds 
(approximately) 

D9 ALM Alarm: An alarm is uncleared, or TT SPM Collar is not connected 

D10  Hardware failure (contact support) 
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10 TROUBLESHOOTING 

 

10.1 MODBUS COMMUNICATION WITH TT SPM RECEIVER 

Trouble Probable cause Solution 

TT SPM Receiver not responding to 
Modbus Commands 

Device not powered (RGB LED Off) 
Device defective 

Open TT SPM Receiver Cover 
Verify power LED  
Verify status LED flashing at 1 Hz 

Incorrect RS-485 cabling 
(RX LED Off) 
(RX LED Solid) 

Review section 4.2 TT SPM RECEIVER 
INSTALLATION.RX LED should flash 
when the receiver is receiving 
Modbus commands. 

Incorrect Modbus address selected. 
(RX LED Flashes but no TX) 

Adjust Modbus address to match the 
Modbus Commands, see section 
3.1.1 MODBUS ADDRESS SELECTION 

End of line resistor not installed. 
(RX LED Flashes but no TX) 

Install the M12 end of line resistor at 
the end of the last TT SPM Receiver 
on the Modbus line. 

Incorrect baud rate configuration in 
terminal software 
(RX LED Flashes but no TX) 

Validate Receiver baud rate match 
terminal software baud rate. 
Perform a baud rate reset, see 
section 5.1.1 BAUD RATE RESET. 

Incorrect Modbus command format 
(RX LED Flashes but no TX) 

See section 7 MODBUS REGISTERS 

 

10.2 WIRELESS COMMUNICATION BETWEEN TT SPM RECEIVER AND TT SPM COLLAR 

Trouble Probable cause Solution 

No Communication between TT SPM 
Receiver and TT SPM Collar 
 
Red Light on TT SPM Receiver 
indicates attempt to connect with TT 
SPM Collar. 
 
 
 

Batteries incorrectly installed/Low 
Battery 
 

Install/Replace batteries, see section 
6.1 BATTERY REPLACEMENT 

Low radio signal/interference 
Line of sight obstruction 
Collar Sensor Link behind shaft from 
receiver line of sight 

Remove any obstructions between 
collar and receiver. 
Review section 4.2 TT SPM RECEIVER 
INSTALLATION. 

Sensor link not correctly started. Perform sensor link reset, see 
section 6.2 SENSOR LINK RESET. 

Wrong MAC address configuration  Note MAC address behind the strain 
gage cover on the TT SPM Sensor 
Link and update the corresponding 
TT SPM Collar: MAC address (See 
Table 14). 

Collar incorrectly disconnected with 
previous receiver before connecting 
with new receiver. 

Reboot TT SPM Receiver. 
Perform sensor link reset, see 
section 6.2 SENSOR LINK RESET. 

 
 


